CHIPPEWA COUNTY DEPARTMENT OF
PUBLIC HEALTH
F-47205 (Rev. 12/08)
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Recreational Water Inspection Report

STATE OF WISCONSIN
ATCP 76

Establishment Information

Facility Name Facility Type
STANLEY-BOYD HIGH SCHOOL Public Pool (RPP)
Facility ID # Facility Telephone #
HSAT-7QWQ68 715 644-5357
Facility Address

507 E 18T

STANLEY , Wl 54768

Licensee Name °

STANLEY-BOYD SCHOOL DISTRICT

Licensee Address

507 E 1ST AVE
STANLEY , WI
54768

Pool Parameters

Free Available Chlorine/Bromine
Combined Chlorine -

.1 5.36

Oxidation Reduction Potential

Disinfectant Type

Secondary Disinfectant Type

Secondary Disinfectant Level

pH

7.28

Alkalinity

98

Cyanuric Acid

Temperature

Calcium Hardness

50

Saturation Index

Flowmeter Reading(s) |

Pressure Gauges Reading(s)
Turnover Rate

Inspection Information

Inspection Type
Routine

Inspection Date

June 15, 2023

Total Time Spent

OPERATOR - The violations in operating procedure or physical arrangement mdlcated below must be corrected by

the next routine inspection or by a date

specified in this report.

Comments:

This was a routine inspection of Stanley High School Pool. This inspection was conducted by Registered Sanitarian Samuel

Flatland.

Reviewed lifeguard staffing plan and certifications.

Well maintained pool.

Any operator aggrieved by an order of this department under this chapter may request a hearing as provided in ch.227
statute, if state licensed, or a local ordinance if licensed by an agent health department.
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Recreational Water ins‘pection Report

STATE OF WISCONSIN
ATCP 76

Establishment Information

Facility Name Facility Type
STANLEY-BOYD HIGH SCHOOL Public Pool (RPP)
Facility 1D # Facility Telephone #
HSAT-7QXD3K 715 644-5357
Facllity Address

507 E 18T

STANLEY , WI 54768

Licensee Name :

STANLEY-BOYD SCHOOL DISTRICT

Licensee Address

507 E 1ST AVE
STANLEY , WI
54768

Pool Parameters

'Free Available Chlorine/Bromine
Combined Chlorine

4.04
68

Oxidation Reduction Potential

Disinfectant Type

Secondary Disinfectant Type

Secondary Disinfectant Level

pH

7.7

Alkalinity

83

Cyanuric Acid

Temperature

Calcium Hardness

70

Saturation Index

Flowmeter Reading(s)

Pressure Gauges Reading(s)
Turnover Rate

Inspection Information
Inspection Type :

Routine

Inspection Date

| June 15, 2023

Total Time Spent

OPERATOR - The violations in operating procedure or physical arrangement indicated below must be corrected by
the next routine inspection or by a date specified in this report.

Comments:

This was a routine inspection of Stanley High School Pool. This inspection was conducted by Registered Sanitarian Samuel

Flatland.

Reviewed lifeguard staffing plan & Lifeguard certifications.

Well maintained pool

Any operator aggrieved by an order of this department under this chapter may request a hearing as provided in ch.227
statute, if state licensed, or a local ordinance if licensed by an agent health department.
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STATE OF WISCONSIN
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Establishment Information

Facility Name Facility Type
STANLEY-BOYD HIGH SCHOOL Public Pool (RPP)
Facility 1D # Facility Telephone #
HSAT-7QWQ68 715 644-5357
Facility Address

507 E 18T

STANLEY , WI 54768

Licensee Name

STANLEY-BOYD SCHOOL DISTRICT

Licensee Address

507 E 1ST AVE
STANLEY , Wi
54768

Pool Parameters

Free Available Chlorine/Bromine
Combined Chlorine

5.36

Oxidation Reduction Potential

Disinfectant Type

Secondary Disinfectant Type

Secondary Disinfectant Level

pH :

7.28

Alkalinity

98

Cyanuric Acid

Temperature

Calcium Hardness

50

Saturation Index

Flowmeter Reading(s)

Pressure Gauges Reading(s)
Turnover Rate

Inspection Information

Inspection Type
Routine

\

Inspection Date

June 15, 2023

Total Time Spent

OPERATOR - The violations in operating procedure or physical arran

the next routine inspection or by a date specified in this report.

gement indicated below must be corrected by

Comments:

This was a routine inspection of Stanley High School Pool. This inspection was conducted by Registered Sanitarian Samuel

Flatland.

Reviewed lifeguard staffing plan and certifications.

Well maintained pool.

Any operator aggrieved by an order of this department under this chapter may request a hearing as provided in ch.227
statute, if state licensed, or a local ordinance if licensed by an agent health department.




