g . Re gu lated Ob j ect DIVISION OF INDUSTI;YSE;?XI%%?
iIsconsin Inspection Report Madison, Wisconsin 53707-7302
www.dsps.wi.gov

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats.]

Owner and/or Billing Contact Info: Object Location: Investigation ID: [Regulated Object ID
Name: Stanley Boyd School District - Early Leaming  |Site: Stanley Boyd School District - Early Learning

Address: 303 E Park St Date Inspected: | Inspect Fee: {PTO Fee:
Address: 507 E 1st Ave City: Boyd 02/07/2023
City: Stanley State/Zip: W 54726-9401 Issue PTO [_IPTO on hold
State/Zip: Wi 54768-1279 County: Chippewa [initial []Special []Re-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0097805 Type:  Other FT Max Working Pressure Allowed: 30
Family: Boilers Use: HW ‘ Safety Valve: §et:30 Cap: 827 #/Hr
Tvpe:  FT Manufacturer: Triangle Tube Internal Inspection Done: [_]Yes
yp o Manufacturer ID: 117052 X NB#  Ser.# HydroTestDone: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2020 - - Hydro PSI:
PTO Expiration: 11/14/2022  Next: Capacity: 379 [ZILBS [ JHeating Surface
History: Hydro: Firing Method: | 1Hand [ JAuto [_]Stoker
pPsi: Other Burner

Fuel Source [VING [C]Oil []Elec [JWood

[ 1Coal [[JLPgas [[]SawDt [1BKlq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

Wisconsin Credential Number: 1540071 '
| certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
ZW 847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED MANUFACTURER TO TRIANGLE TUBE. CHANGED BOILER TYPE TO FIRE TUBE. CHANGED METHOD OF
FIRING TO BURNER. CHANGED YEAR BUILT TO 2020, BASED ON HEAT EXCHANGER SN. Boiler casing is free from cracks,
combustion gas or fluid leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified
safety relieve valve set point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued
operation at this time, request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee
Mahal / rmahal@s-bschools.org

ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code andfor statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101 .02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each viclation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




g . Regulated Object DIVISION OF |NDUST|?JOS'EB§;/|7C;%§
Isconsin Inspection Report o e e et oo

Department of Safety and Professional Services
Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats ]

Owner and/or Billing Contact Info: Object Location: Investigation ID: {Regulated Object ID
Name: Stanley Boyd School District - Early Learning | Site: Stanley Boyd School District - Early Learning

Address: 303 E Park St Date Inspected: | Inspect Fee: |PTO Fee:
Address: 507 E 1st Ave City: Boyd 02/07/2023
City: Stanley State/Zip: Wl  54726-9401 Issue PTO [1PTO on hold
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0097806 Type: Other FT Max Working Pressure Allowed: 80
Family: Boilers Use: HW ' Safety Valve: §et:3o Cap: 870 #Hr
Tvoe: T Manufacturer: Triangle Tube Internal Inspection Done: [ ]Yes
S fation: _ Manufacturer ID: 11839 X NB# _ Ser.# Hydro TestDone: [ ]Yes
Last Investigation: Cycle:3yr  \vearpuit: 2013 Hydro PSI:
History: Hydro: Firing Method: [ _[Hand [ ]Auto [ ]Stoker
PSI: Other Burner

Fuel Source [ZING []Oil [[]Elec [JWood
[ 1Coal [JLPgas []SawDt [[BKIq Natura Othr.

Inspector Name: Employed By: Onsite Contact:

Graham Shusta FM Global Mr. Jamie Dusick
Wisconsin Credential Number: 1540071
I certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
Ai’wj“ﬁ”‘ 847 430 7660 1281 870 3844

Signature:
REMARKS:
CHANGED MANUFACTURER TO TRIANGLE TUBE. CHANGED BOILER TYPE TO FIRE TUBE. CHANGED METHOD OF
FIRING TO BURNER. Boiler casing is free from cracks, combustion gas or fluid leaks. No signs of corrosion or other degradation
that could interfere with safe boiler operation. Verified safety relieve valve set point and relieving capacity, adequate overpressure
protection provided. Boiler is safe for continued operation at this time, request PTO to be issued. Site Contact: Jamie Dusick /
jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-bschools.org

[tem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




. . Regulated Object DIVISION OF INDUSTI?:OS‘EBE:(/I%’%g
Isconsin . Madison, Wisconsin 53707-7302
Inspection Report wiww.dsps.wi gov

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats.]

Owner and/or Billing Contact Info: Object Location: Investigation ID; |Regulated Object ID
Name: Stanley Boyd School District - Early Learning | Site: Stanley Boyd School District - Early Learning

Address: 303 E Park St Date Inspected: | Inspect Fee: |PTO Fee:
Address: 907 E 1stAve City: Boyd 02/07/2023
City: Stanley State/Zip: Wl 54726-9401 Issue PTO [1PTO on hold
State/Zip: WI  54768-1279 County: Chippewa [Jinitial []Special [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0097807 Type: _ Other FT Max Working Pressure Allowed: 80
Family: Boilers Use: HW ' Safety Valve: Set:3() Cap: 827 #/Hr
Tvoe: T Manufacturer: Triangle Tube Internal Inspection Done: [_]Yes
yp o Manufacturer ID:; 14748 X NB#  Ser.# Hydro Test Done: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2013 - - Hydro PSt:
PTO Expiration: 11142022 Next: Capacity: 379 [VILBS [JHeating Surface
History: Hydro: Firing Method: [ _]Hand [_JAuto [ |Stoker
PSI: Other Burner
Fuel Source [VING []0il []Flec [ JWood
[[1Coal [[JLPgas []SawDt [1BKlq Natura Othr.

Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

Wisconsin Credential Number:- 1540071

| certify this is a true and accurate report of my inspection: Contact's Phone:
M Phone: Fax: 715-644-5534 ext. 230
,giwfmn 847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED MANUFACTURER TO TRIANGLE TUBE. CHANGED BOILER TYPE TO FIRE TUBE. CHANGED METHOD OF
FIRING TO BURNER. Boiler casing is free from cracks, combustion gas or fluid leaks. No signs of corrosion or other degradation
that could interfere with safe boiler operation. Verified safety relieve valve set point and relieving capacity, adequate overpressure
protection provided. Boiler is safe for continued operation at this time, request PTO to be issued. Site Contact: Jamie Dusick /
idusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-bschools.org

|ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order

This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




| . Re gu lated Ob je ct DIVISION OF INDUST%Y&E;X!%%%
Isconsin . Madison, Wisconsin 53707-7302
Inspection Report wiww.disps. wigov

Department of Safety and Professional Services
Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats ]

Owner and/or Billing Contact Info: Object Location: Investigation ID: |[Regulated Object ID
Name: Stanley Boyd School District - Early Learning ~ [Site: Stanley Boyd Area School District

Address: 507 E 1st Ave Date Inspected: | Inspect Fee: |PTO Fee;
Address: 507 E 1stAve City: Stanley 02/07/2023
City: Stanley State/Zip: Wl  54768-1279 Issue PTO [(]PTO on hold
State/Zip: WI 54768-1279 County: Chippewa [Jinitial [JSpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room - Pool Mezz

Regulated Object Information Attributes
W1 Registration Tag #: WIB0076371 Type:  Other WT Max Working Pressure Allowed: 75
Family: Boilers Use: HW Safety Valve: §et:75 Cap: 2055 #Hr
Tvoe:  WT Manufacturer: Aerco Internal Inspection Done: || Yes
ype: o Manufacturer ID: 37890 X NB#  Ser.# HydroTestDone: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2002 - - Hydro PSI:
PTO Expiration: 11/30/2022 Next: Capacity: 2000  [V]LBS [ JHeating Surface
History: Hydro: Firing Method: [_|Hand [ ]Auto [_]Stoker
PSI; Other Burner

Fuel Source [V]NG []Oil [JElec [[JWocd

[ 1Coal [ ]LPgas ["]SawDt [[1BKiq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

Wisconsin Credential Number: 1540071 '
| certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
K&W 847 430 7660 281 870 3844

Signature:
REMARKS:
Boiler casing is free from cracks, combustion gas or fluid leaks. No signs of corrosion or other degradation that could interfere
with safe boiler operation. Verified safety relieve valve set point and relieving capacity, adequate overpressure protection
provided. Boiler is safe for continued operation at this time, request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-
bschools.org Site Applicant: Renee Mahal / rmahal@s-bschools.org

ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to 5.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. [f you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




Regulated Object
Inspection Report

\X/isconsin

Department of Safety and Professional Services
Personal information you provide may be used for seconda

Owner and/or Billing Contact Info: Object Location:
Name: Stanley Boyd School District - Early Learning  |Site: Stanley Boyd Area School District
Address: 507 E 1st Ave

urposes [Privacy Law, s. 15.04 (1)(m) Stats |

DIVISION OF INDUSTRY SERVICES
P.O. Box 7302

Madison, Wisconsin 5§3707-7302
www.dsps.wi.gov

Investigation ID: [Regulated Object ID

Date Inspected: | Inspect Fee: |PTO Fee:

Use: HW
Manufacturer: Aerco
Manufacturer ID: 37889

Family: Boilers
Type: WT

PSI: Other Burner
Fuei Source [VING []Oil [JElec [[JWood

Address: 507 E 1st Ave City: Stanley 02/07/2023
City: Stanley State/Zip: WI  54768-1279 Issue PTO (1PTO on hold
State/Zip: WI  54768-1279 County: Chippewa [Jinitial [JSpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room - Pool Mezz

Regulated Object Information Attributes
W1 Registration Tag #: WIB0076372 Type:  Other WT Max Working Pressure Allowed: 75

X NB# _ Ser.# Hydro TestDone: [ ]Yes

Last Investigation: Cycle: 3yr Year Built: 2002
PTO EXpiration: 1173012022 Next: Capacity: 2000 LBS I:]Heaﬁng Surface
History: Hydro: Firing Method: [_[Hand [_JAuto [_]Stoker

[1Coal [JLPgas []SawDt [_1BKlg Natura Othr.

Safety Valve: Set:75 Cap: 2055 #Hr
Internal Inspection Done: ] Yes

Hydro PSI:

bschools.org Site Applicant: Renee Mahal / rmahal@s-bschools.org

Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick
Wisconsin Credential Number: 1540071 '
| certify this Is a true and accurate report of my inspection: Contact's Phone:

: 6 ! Phone: Fax: 715-644-5534 ext. 230
Signature: 847 430 7660 281 870 3844
REMARKS:

Boiler casing is free from cracks, combustion gas or fluid leaks. No signs of corrosion or other degradation that could interfere
with safe boiler operation. Verified safety relieve valve set point and relieving capacity, adequate overpressure protection
provided. Boiler is safe for continued operation at this time, request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-

Item Code
No. Section

Code violations listed below shall be corrected by COMPLIANCE DATE: *
*See the bottom of this report for important compliance information regarding this ORDER

Department Order

This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




g . Regulated Object DIVISION OF |NDUSTF;\.rOs.EB§;/I7cs%§
IS CO n s In . Madison, Wisconsin 53707-7302
Inspection Report www.dsps.wi gov

Department of Safety and Professional Services

Personal information you provide mav be used for secondary purposes [Privacy Law, s. 15.04 (1)(m) Stats ]

Owner and/or Billing Contact Info: Object Location: Investigation ID: |Regulated Object ID
Name: Stanley Boyd School District - Early Leaming | Site: Stanley Boyd Area School District

Address: 507 € 1st Ave Date Inspected: | Inspect Fee: |PTO Fee:
Address: 507 E 1st Ave City: Stanley 02/07/2023
City: Stanley State/Zip: W  54768-1279 Issue PTO [JPTO on hold
State/Zip: Wi 54768-1279 County: Chippewa [Jinitial [JSpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0083343 Type: _ Other CA Max Working Pressure Allowed: 50
Family: Boilers Use: HW Safety Valve: §et:50 Cap: 1352 #/Hr
Tvoe:  CA Manufacturer: Patterson-Kelley Internal Inspection Done: | Yes
ype. S Manufacturer ID: * X NB#  Ser.# HydroTestDone: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2005 - - Hydro PSI:
PTO Expiration: 11/30/2022  Next: Capacity: 1LBS DHeaﬁng Surface
History: Hydro: Firing Method: [_JHand [JAuto []Stoker
PSI: Other Burner

Fuel Source VING []0il []Elec [_]Wood

[[1Coal []LPgas []SawDt [_1BKlq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

\Wisconsin Credential Number: - 1540071

| certify this is a true and accurate report of my inspection: Contact's Phone:
6 ) M Phone: Fax: 715-644-5534 ext. 230
847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. Boiler casing is free from cracks, combustion gas or fluid
leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified safety relieve valve set
point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued operation at this time,
request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-
bschools.org

ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
carrection of the violations, the inspector who signed this report must be notified in writing. f you fail to comply, this order is enforceable in circuit court pursuant to 5.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. [If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




g . Regu Iated Object DIVISION OF |NDUSTF§IOS.EB§}(/|703%§
i { Isconsin Inspection Report o, e s oo

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s 15.04 (1)(m), Stats]

Owner and/or Billing Contact Info: Obiject Location: Investigation ID: [Regulated Object ID
Name: Stanley Boyd Schoo! District - Early Learning  [Site: Stanley Boyd Area School District

Address: 507 E 1st Ave Date Inspected: | Inspect Fee: |PTO Fee:
Address: 507 E 1stAve City: Stanley 02/07/2023
City: Stanley State/Zip: Wl 54768-1279 lssue PTO []PTO on hold
State/Zip: Wi 54768-1279 County: Chippewa [Jinitial [(]Special [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0083344 Type:  Other CA Max Working Pressure Allowed: 50
Family: Boilers Use: HW Safety Valve: §et:50 Cap: 1035 #Hr
Tvpe:  CA Manufacturer. Patterson-Kelley Internal Inspection Done: [_]Yes
ype: o Manufacturer ID: * X NB#  Ser.# HydroTestDone: [ |Yes
Last Investigation: Cycle: 3yr Year Built: 2005 - - Hydro PSI:
PTO EXpiration: 11/30/2022  Next: Capacity; 1|_BS DHeaﬁng Surface
History: Hydro: Firing Method: | [Hand [_]Auto [_]Stoker
PSI: Other Burner

Fuel Source [VING []Oil [[]Elec [ ]Wood

[(1Coal [LPgas []SawDt [1BKlq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

\Wisconsin Credential Number: 1540071 '
| certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
ZW»« 847 430 7660 281 870 3844

Sighature:
REMARKS:
CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. Boiler casing is free from cracks, combustion gas or fluid
leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified safety relieve valve set
point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued operation at this time,
request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-
bschools.org

ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report,




Regulated Object
Inspection Report

\Visconsin

DIVISION OF INDUSTRY SERVICES
P.O. Box 7302

Madison, Wisconsin 5§3707-7302
www.dsps.wi.gov

Department of Safety and Professional Services
Personal information you provide may be used for seconda

Owner and/or Billing Contact Info: Object Location:
Name: Stanley Boyd School District - Early Learning | Site: Stanley Boyd Area School District
Address: 507 E 1st Ave

urposes [Privacy Law, s. 15.04 (1)(m), Stats ]
Investigation ID:; |Regulated Object ID

Date Inspected: | Inspect Fee: |PTO Fee:

Address: 507 E 1stAve City: Stanley 02/07/2023
City: Stanley State/Zip: W 54768-1279 lssue PTO [CJPTO on hold
State/Zip: Wl 54768-1279 County: Chippewa [Jinitial [JSpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WiB0083342 Type.  Other CA Max Working Pressure Allowed: 50

Safety Valve: Set:50 Cap: 1035 #Hr
Internal Inspection Done: | ]Yes
X NB# _ Ser.# HydroTestDone: [ ]Yes

Hydro PSI:

Use: HW

Manufacturer; Patterson-Kelley
Manufacturer ID:*

Year Built: 2005

Family: Boilers
Type: CA
Last Investigation: 11/102010 Cycle:3yr
PTO Expiration: 11/30/2022 Next: Capacity: 1035 [VILBS [JHeating Surface
History: Hydro: Firing Method: [ THand []Auto [ Stoker
PSI: Other Burner
Fuel Source [VING [10il [_JElec [JWood
[ 1Coal [[JLPgas []SawDt [_]BKiq Natura Othr.

Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick
Wisconsin Credential Number:: 1540071
| certify this is a true and accurate report of my inspection: Contact's Phone:

. 6 | Phone: Fax: 715-644-5534 ext. 230
Signature: 847 430 7660 281 870 3844
REMARKS:

CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. CERT BLOCKING VIOLATION. Installed boiler safety
relief set pressure of 75 PS| exceeds the MAWP of 50 PSI. No other adverse conditions noticed at this time. Site Contact: Jamie
Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-bschools.org

Code violations listed below shall be corrected by COMPLIANCE DATE: *
*See the bottom of this report for important compliance information regarding this ORDER

2/7/2023 - 2011 SPS 341.37(2) SAFE CONDITIONS. Installed boiler safety relief valve set
pressure of 75 PSI exceeds the boiler's MAWP of 50 PSI,

Item Code
No. Section

2/9/2023 Update: Visual verification, a new ASME/NB "HV" safety relief valve installed with a
set pressure of 50 PSI and a relieving capacity of 1352 LBS/HR. Closing violation. (GS)

(1) CORROSION PREVENTION. All boilers and pressure vessels shall be installed and maintained
in such a manner as to prevent excessive corrosion and deterioration.

(2) SAFE CONDITIONS. The certified inspector shall note conditions during internal
inspection, external inspection, or hydro-static pressure test and shall order changes or
repairs that will place the boiler or pressure vessel in a safe working condition. (3)
MODIFICATION OF BOILER BURNER ASSEMBLY. Any modification to or installation of a boiler
burner assembly may not exceed the original stamping of the boiler rated output capacity.
Date Closed: 2/10/2023 - Closed By: Graham Shusta (FM Global)

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. if you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




‘x 7. . Regulated Object O O ST o Ta0
Isconsin Inspection Report ot W

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s 15.04 (1)(m), Stats ]

Owner and/or Billing Contact Info: Object Location: Investigation ID; |Regulated Object ID
Name: Stanley Boyd School District - Early Learning  |Site: Stanley Boyd Area School District

Address: 507 E 1stAve Date Inspected: | Inspect Fee: |PTO Fee:
Address: 507 E 1stAve City: Stanley 02/07/2023
City: Stanley State/Zip: WI  54768-1279 Issue PTO [JPTO on hold
State/Zip: Wl  54768-1279 County: Chippewa [Jinitial [JSpecial [IRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0084028 Type: _ Other CA Max Working Pressure Allowed: 80
Family: Boilers Use: HW Safety Valve: $et:75 Cap: 1886 #/Hr
Tvoe: CA Manufacturer: Patterson-Kelley Internal Inspection Done: [_|Yes
yp o Manufacturer ID:* X NB#  Ser.# Hydro TestDone: [ ]Yes
Last Investlgatron: Cycle: 3yr Year Built: 2007 - — Hydro PSI:
PTO Expiration: 11/30/2022  Next: Capacity: 987  [ILBS [ Heating Surface
History: Hydro: Firing Method: [ |Hand [_]Auto []Stoker
PSI: Other Burner

Fuel Source [ZING []Oil []Elec [ ]Wocd

[[1Coal [JLPgas [SawDt [1BKIq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

\Wisconsin Credential Number; 1540071 .
| certify this is a true and accurate report of my inspection: Contact's Phone:

{5 | %E yre Phone: Fax: 715-644-5534 ext. 230
, 847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. Boiler casing is free from cracks, combustion gas or fluid
leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified safety relieve valve set
point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued operation at this time,
request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-
bschools.org

litem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to 5.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




g . Regu Iated Object DIVISION OF INDUST[EIOS.L"Bi}(/%%g
Isconsin Inspection Report AN

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats ]

Owner and/or Billing Contact Info: Object Location: Investigation ID: |[Regulated Object ID
Name: Stanley Boyd School District - Early Leaming  |Site: Stanley Boyd Area School District

Address: 507 E 1st Ave Date Inspected: | Inspect Fee: [PTO Fee:
Address: 507 E 1stAve City: Stanley 02/07/2023
City: Stanley State/Zip: W 54768-1279 Issue PTO [_]PTO on hold
State/Zip: Wi 54768-1279 County: Chippewa [Jinitial [JSpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
W1 Registration Tag #: WIB0084029 Type:  Other CA Max Working Pressure Allowed: 80
Family: Boilers Use: HW Safety Valve: §et:50 Cap: 1352 #/Hr
Tvoe:  CA Manufacturer; Patterson-Kelley internal Inspection Done: |_|Yes
yp o Manufacturer ID:* X NB#  Ser.# HydroTestDone: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2007 - Hydro PSI:
PTO Expiration: 11/30/2022  Next: Capacity: 987  [/]LBS [ ]Heating Surface
History: Hydro: Firing Method: [_JHand [_JAuto []Stoker
PSI: Other Burner

Fuel Source [ZING [ ]0Oil [JElec [ JWood

[ 1Coal [JLPgas [ ]SawDt [1BKiq Natura Othr.
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global Mr. Jamie Dusick

\Wisconsin Credential Number: 1540071 .
| certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
K&W"’ﬁ“ 847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. Boiler casing is free from cracks, combustion gas or fluid
leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified safety relieve valve set
point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued operation at this time,
request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-
bschools.org

Item Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
correction of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101.02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




Re gu lated Obj ect DIVISION OF INDUSTRY SERVICES

\. x / 7 H P.0. Box 730
’S CO"S’n = Madison, Wisconsin 5378;(—7303
Inspection Report W, dsps. wi gov

Department of Safety and Professional Services

Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m), Stats.]

Owner and/or Billing Contact Info: Object Location: Investigation ID: [Regulated Object ID
Name: Stanley Boyd School District - Early Learning ~ [Site: Stanley Boyd Area School District

Address: 507 E 1st Ave Date Inspected: | Inspect Fee: |PTO Fee:
Address: 507 E 1st Ave City: Stanley 02/07/2023
City: Stanley State/Zip: Wl 54768-1279 [lIssue PTO [JPTO on hold
State/Zip: W1 54768-1279 County: Chippewa [Jinitial [ISpecial [JRe-inspection
Phone:  715-644-5534 Location on Property: Boiler Room

Regulated Object Information Attributes
WI Registration Tag #: WIB0087331 Type:  Other CA Max Working Pressure Allowed: 80
Family: Boilers Use: HW Safety Valve: §et:75 Cap: 1886 #/Hr
Tvpe: CA Manufacturer: Patterson-Kelley Internal Inspection Done: [ |Yes
ype. o Manufacturer ID:* X NB# _ Ser.# Hydro TestDone: [ ]Yes
Last Investigation: Cycle: 3yr Year Built: 2008 — - Hydro PSI:
PTO Expiration: 11/30/2022 Next: Capacity: 987  [/ILBS [ ]Heating Surface
History: Hydro: Firing Method: [ Hand []JAuto []Stoker
PSI: Other Burner

Fuel Source [VING []Oil []Elec [ JWood

[ 1Coal [ ]LPgas [ ]SawDt []BKiq Natura Othr,
Inspector Name: Employed By: Onsite Contact:
Graham Shusta FM Global ' Mr. Jamie Dusick

Wisconsin Credential Number: +1540071 '
| certify this is a true and accurate report of my inspection: Contact's Phone:

M Phone: Fax: 715-644-5534 ext. 230
AW 847 430 7660 281 870 3844

Signature:
REMARKS:
CHANGED BOILER TYPE FROM CAST IRON TO CAST ALUMINUM. Boiler casing is free from cracks, combustion gas or fluid
leaks. No signs of corrosion or other degradation that could interfere with safe boiler operation. Verified safety relieve valve set
point and relieving capacity, adequate overpressure protection provided. Boiler is safe for continued operation at this time,
request PTO to be issued. Site Contact: Jamie Dusick / jdusick@s-bschools.org Site Applicant: Renee Mahal / rmahal@s-
bschools.org

ltem Code Code violations listed below shall be corrected by COMPLIANCE DATE: *
No. Section *See the bottom of this report for important compliance information regarding this ORDER

Department Order
This DEPARTMENT ORDER is issued as a result of an inspection conducted for the Regulated Object referenced on this report. You are hereby ordered to have the listed violation(s)
corrected to conform to the indicated provisions of the Wisconsin Administrative code and/or statutes. These violations must be corrected by the Compliance Date noted, and upon
carrection of the violations, the inspector who signed this report must be notified in writing. If you fail to comply, this order is enforceable in circuit court pursuant to s.101 .02(13), Stats.,
with forfeitures ranging from $10 to $100 per day for each violation. In addition, the Department may attach a notice of violation to the deed for the property on which the violations
occur. If you have questions regarding this matter, please feel free to contact the inspector at the number provided on this report.




